RAJASTHAN RAJYA VIDYUT PRASARAN NIGAM LIMITED
AN ISO 9001:2008 CERTIFIED COMPANY
(REGD.OFFICE: VIDYUT BHAWAN, JANPATH, JYOTI MARG, JAIPUR-302 005)
OFFICE OF THE EXECUTIVE ENGINEER 220 KV GSS,
SAWA, DISTT-CHITTORGARH
Ph.No.: 01472-223180 Email- xen.220.sawaudp@rvpn.co.in

No./RVPN/XEN/220KV/GSS/SAWA/F. /D. 85 Date. 07.05.2018

To
All Registered Contractors

Subject:- Offer of Work of oil Filtration of OLTCs of 02 Nos. of 220/132KV, Auto Transformers and Main Tank of one no. 132/33KV, 10/12.5 MVA EMCO Make Tr. & Spare Transformer oil at 220 KV GSS RVPN, SAWA.(Chittorgarh).

On the above cited subject, the filtration of transformer oil of OLTCs of 02 nos. 220/132KV of Auto Transformers and 01 no. of main tank of 10/12.5 MVA EMCO Make transformer & Spare Transformer oil at 220 KV GSS RVPN,SAWA, is to be carried out.

Therefore all Registered Contractors who are interested to carry out the filtration of transformer oil of these transformers at 220 KV GSS RVPN, SAWA are advised to submit their written offer up to 03.00 PM of 17.05.2018 positively which will be opened at 05.00 PM of 17.05.2018

SCOP OF WORKS:-

1. This contract covers filtration of Transformer oil for OLTCs of 02 nos. 220/132KV of Auto Transformers and 01 no. main tank of 10/12.5 MVA EMCO Make tr. & Spare Transformer oil at 220 KV GSS, SAWA along with man & machine and test certificate.
2. The quantum of work under this contract is as shown in enclosed schedule of work (Item-Scheduled)
3. The required compressor pipe, coupling shall be arranged by the contractor.
4. Before starting the work and completion of work, oil sample will be taken and measurement of BDV and water content /PPM shall be measured in presence on RVPN representative.
5. All the work related to filtration of oil shall be carried out as per direction of engineer in charge.
6. Required electricity for the work shall be provided by RVPN without any cost.
7. The Contractor shall be fully responsible in case of occurrence of any accident (fatal/nonfatal) caused by equipment or due to non compliance of safety instruction or other safety precaution. He shall also be responsible for any wastage of oil accrued due to his negligence in handling the work.
8. The contractor will fully responsible for completing all activities involved in work mentioned above for the work assigned to him.
9. The permission/shutdown to work for carrying out the filtration round the clock shall be arranged by the work in-charge.
10. The Filtration of transformer oil will be completed within 30 days from the date of layout after written order to commence the work is given to you.

(D.K. Sori)
Executive Engineer (220 KV GSS)
RVPN,SAWA(Chittorgarh)
TERMS AND CONDITIONS

1. The participated bidder must attach previous work experience for qualification requirement. If the bidder enlisted in RVPN, must submit enlistment certificate.

2. The participated bidders must submit respective GST tax calculation along with their offer prices.

3. Any other terms/conditions if any bidder has, must be shown in their offer clearly.

[Signature]
Executive Engineer (220 KV GSS)
RVPN, SAWA (Chittorgarh)

Copy submitted to the following for information and NA please.
1. The Superintending Engineer (T&C) RVPN, Chittorgarh

2. The Accounts Officer (T&C) RVPN, Chittorgarh for deputing accounts personnel at the time of opening of tender.

3. The Feeder Manager (T&C) RVPN, Udaipur for uploading on Ajmer Zone portal.

[Signature]
Executive Engineer (220 KV GSS)
RVPN, SAWA (Chittorgarh)
## Item Schedule

Name of Work:- Work of oil Filtration of OLTCs of 02 Nos. of 220/132KV, Auto Transformers and Main Tank of one no. 132/33KV, 10/12.5MVA EMCO Make Tr. & Spare Transformer oil at 220 KV GSS RVPN, SAWA (Chittorgarh).

<table>
<thead>
<tr>
<th>SR.NO</th>
<th>Description of work</th>
<th>Unit</th>
<th>QTY.</th>
<th>Unit rate in Rs.</th>
<th>Amount in Rs.</th>
</tr>
</thead>
<tbody>
<tr>
<td>01</td>
<td>Filtration of OLTC oil of (1). 220/132 KV, 100 MVA, Auto Transformers (Make:-IMP, Mfg:-2001) &amp; (2). 220/132 KV, 160 MVA, Auto Transformers (Make:-BHEL, Mfg:-2014) at 220 KV GSS RVPN, SAWA along with man and machine and oil testing kit of 100 KV (By draining OLTC oil in separate storage tank &amp; refilling after filtration)</td>
<td>Rs/JOB</td>
<td>02Nos. JOB</td>
<td></td>
<td></td>
</tr>
<tr>
<td>02</td>
<td>Filtration of Main Tank of one no. 132/33KV, 10/12.5MVA EMCO Make Tr. Mfg:- 1999 at 220 KV GSS RVPN, SAWA, along with man and machine and oil testing kit of 100 KV (By draining OLTC oil in separate storage tank &amp; refilling after filtration)</td>
<td>Rs/Ltr.</td>
<td>9300 Ltrs</td>
<td></td>
<td></td>
</tr>
<tr>
<td>03</td>
<td>Filtration of Spare Transformer oil for Top-up in Various Transformers installed at 220 KV GSS SAWA along with man and machine and oil testing kit of 100 KV (By Handling oil from Drums in separate storage tank &amp; refilling after filtration in Drums)</td>
<td>Rs/Ltr.</td>
<td>2500 Ltrs</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th></th>
<th>TOTAL</th>
<th></th>
<th></th>
<th>Rs.</th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>GST@%</td>
<td></td>
<td></td>
<td>Rs.</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Grand TOTAL</td>
<td></td>
<td></td>
<td>Rs.</td>
<td></td>
</tr>
</tbody>
</table>

TOTAL

In words:-

*Junior Engineer(M)*  
*Assistant Engineer(M)*  
*Executive Engineer (220 KV GSS RVPN, SAWA (Chittorgarh))

(D.K. Soni)